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(1) UNIT SILENCER SECTION
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(R) HUMIDIFIER SECTION

('S) DISCHARGE AIR PLENUM SECTION
(T) RETURN AIR PLENUM SECTION

(U) EXHAUST FAN SECTION
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Notes : . .
* THIS UNIT WILL BE SHIPPED IN 6 MODULE(S) Top View [ version: 8

Project Name : DVAMC B310 OR Renovation
* .THIS UNIT WILL BE INSTALLED ON STRUCTURAL STEEL. Project Location : Cincinnati, OH

* -THE CABINET DESIGN PRESSURE IS 14 S.P. Consulting Engineer : = - =
* -UNIT SUPPORTING SURFACE MUST BE LEVELED BEFORE INSTALLATION. Sales Office Name : Elitaire [cFm: 25000 D [m @ @ [m D @
Model : CAH-4-NTM-PU-135.0x278.0-O Unit Tag : AHU-1 )
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